
SITE
INFRASTRUCTURE
SUB 2 MVA

NEW JEC 7MVA
SWITCHROOM GLASSHOUSE

SUB 2 MVA

EXISTING  JEC
2MVA
SWITCHROOM

GLASSHOUSE
SWITCHBOARD

CHILLER
SWITCHBOARD

CHILLER SUB
2 MVA

GLASSHOUSE
SUB 2 MVA

EXISTING  JEC
2MVA
SWITCHROOM

GLASSHOUSE
SWITCHBOARD

CHILLER
SWITCHBOARD

CHILLER SUB 2
1.5 MVA

CHILLER 2
SWITCHBOARD

CHILLER SUB 3
1.5 MVA

CHILLER  3
SWITCHBOARD

EXISTING NETWORK DIAGRAM
(GENSETS REMOVED).

This drawing is the copyright of Henderson Green Partnership Jersey.
This is not a working drawing.
Figured dimensions are to be checked on site.
This drawing shall be read in conjunction with all relevant consultants and/or specialist's drawings/documents.
Any discrepancies or variations shall be notified to the engineer prior to commencement of works.
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