
201PJ PPM Issue Job Card
JC-001 v2

Planned Task ID: Priority:

Asset Comments:

Asset: Permit:

Asset Description: H&S Tasks:

Serial No.:

Building Site: Greenfields Centre Site Address:

Location: La Grande Route de St Martin
Room No.: Five Oaks

JE2 7BS
Sftfvic* Du«: March 2017 

DfsclpHna:

Description: EMERGENCY LIGHTING TEST Week:

Shift:

Instruction Set: Carry out planned activity In accordance with contractual agreement 

Duration: Flick

PLEASE ENSURE THAT ALL EMERGENCY UGHTS HAVE BEEN RETURNED TO NORMAL 

SETTING AND THAT Aa ELECTRICAL CUPBOARDS ARE SECURE BEFORE LEAVING SITE

Comments:

Works No: Worked on by:

Signed off by: Date

Site Notes:
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She:- Gr»«nfi»ld» C>ntr» £mei»rKvllahttna Enfirteer:-

Test Dete:-

Mer>17 Msr-17

UfM
Mf

LACctlofl • Floer, am, posMon ate. Any relevant information Type of Hglit etc. WoriPnpMer
to tan

fwrn/m
During

Duration
Cemmmti

1 ToHet R5 Lobby 44 Rourxl
2 toildt FD305 Toilet r91 EM43
3 Toilet R92 EM42
4 Toilets R93 EM41
5 Toilet EM40
6 Reception Lobby EM48
7 Reception Lobby EM46
8 Reception Lobby EM47
9 Reception Lobby EM49
10 Reception Lobby EM50
11 Reception Office Corridor EM51 4FT
12 Office R87 EM52
13 Corridor EM54 4Pin
14 Outside EM14
15 First Aid RB58
16 First eid R1284
17 First eid EMS7
18 R89 EM53 4Pm
19 First eld EM58 4Pin
20 Corridor EM59 4FT
21 Corridor EM61
22 Corridor EM65
23 Corridor EM67
24 Corridor EM71
25 First Sid R86EM60
26 1280 EM101
27 1274 EM63 4FT
28 1277 EM64
29 1267 EM69
30 1270 EM70 4Pm
31 ToNet R56 EM76 20
32 Lounge area EM73 4Pin
33 Lour>ge area EM74 4Pin
34 Lounge area EM78 4Pm
35 Lounge area EM75 4Pin X

36 Oirwrlng room R59 EM77 4Pin
37 Kitchen R58 EM79 4FT
38 Staff Office R61 Em80 600x600
39 Staff Office R63 Emai
40 Corridor Bedroom Em 82
41 Corridor Bedroom Em 86
42 Corridor Bedroom Em 88
43 Corridor Bedroom Em 92
44 Door 1237 EM84 4FT
45 Door 1252 EM85 4Pln
46 Door r46 sever room EM91
47 Door R47 EM89 4Pin
48 BedroOfTt Purple EM83 5FT
49 Bedroom Blue EM87 5FT
50 Corridor EM94
51 Corridor EM96 5 ft
52 Corridor EM99 6 ft
53 Toilel R43 EM93 20 ____ ^
54 Bedroom Green EM95 5FT ___ 1
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^algAmated Facilities Management Limited 
Guernsey
l8l; 01461 252 111 Fax: 01461 256 510 
Jersey
Tel; 01534 877 688 Fax; 01534 877 699

amalgamated
FadUtiesmartagenient

Certificate of Conformity wvAv.anuigamaledfm.oom

Site Name^& Address:

System Test:
EML

FIRE ALARM TEST: □

POTABLE WATER SERVICES

Type of Service 
Monthly 13^

Flick Test

Quantity of Lights tested

3 Monthly □ 

15 Minutes O

Emergency Lights

6 Monthly D Annual C] 

1 Hour □

Has information been documented on site specific EML Data Sheet

30 Minutes D

______ Quantity of Li^ts failed

Yes

3 Yearly O 

3 Hour □

No □

Type of Service
Weekly Test C 3 Monthly D

AFM Fire Alarm Maintenance Sheet Completed 

Have any faults or defects been recorded

Fire Alarm

Annual D Other__
Yes □ 

Yes □

No □ 

No □

Potable Water Services

Risk Assessment Review □ Calorifier Inspection □ Quality Audit □ Descale

Temperature Checks CK Tank Inspection □ TVC Sample □

Legionella Sample □ Water Treatment Visit n
Weekly □ Monthly Quarterly □ 6 Monthly

Annual □

Defects Found Yes No □

Remedial Action Required
Yes G3^ No □

Has information been recorded on site specific data sheet Yes GK No □

□

Enrineers comments / Points faf next visit / Also note anv areas wfae» access mat not Domfcte

All works have been carried out in accordance with Contract Service Level Agreement 

Customer SignatureEngineer S^na^ 

Date _ _ ___ ___Date

[ CD068 Certificate of Conformity Vl.O 13/08/lS Pa«N/A


